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CEILING DETAILS

1-A25

 1 1/2" = 1'-0"
3

TYP. SOFFIT WITH RECESSED LIGHTING
 1 1/2" = 1'-0"

1
TYP. SOFFIT DETAIL ABOVE CASEWORK

 1 1/2" = 1'-0"
2

CURTAIN TRACK - TYPICAL

FLAT 3 5/8" METAL STUD -
WIRE TIE TO CHANNEL

1/2" CONDUIT SPACER

ACOUSTICAL TILE CEILING
SYSTEM

BOLT THRU BLOCKING

TYP. UPPER CABINET

GYPSUM BOARD, FINISH
AS SCHEDULED

CEILING, FINISH AS
SCHEDULED

 1 1/2" = 1'-0"
12

ENTRY LOBBY BULKHEAD DETAIL

 1 1/2" = 1'-0"
4

BULKHEAD DETAIL

3 5/8" METAL
STUDS

TYP. CORNERBEAD

 1 1/2" = 1'-0"
13

LIGHT ALCOVE DETAIL

METAL STUD FRAMING
BRACE TO STRUCTURE
ABOVE
GYPSUM BOARD

3 5/8" METAL STUD

TYP. CORNERBEAD

LIGHTING FIXTURE,
RE: ELEC.

CEILING AS SCHEDULED

COLUMN

GYPSUM BOARD, FINISH
AS SCHEDULED

3 5/8" METAL STUD

METAL STUD KICKER
@ 48" O.C.

TYP. CORNERBEAD

CEILING AS INDICATED
ON PLANS

5/8" GYPSUM BOARD,
FINISH AS SCHEDULED

CEILING AS SCHEDULED

3 5/8" METAL STUDS

TYP. CORNERBEAD

RECESSED LIGHTING
RE: ELEC.

 1 1/2" = 1'-0"
11

DETAIL AT STAIR SOFFIT

 1 1/2" = 1'-0"
9

DETAIL AT COILING COUNTER SHUTTER
 1 1/2" = 1'-0"

8
SOFFIT OVER SLIDING GLASS

10
NOT USED

 1 1/2" = 1'-0"
7

COVE LIGHTING DETAIL

CEILING AS SCHEDULED

SLIDING PASS WINDOW
ON ROLLERS (IN OPEN
CONFIGURATION) - RE:
SPEC.

BLOCKING

3 5/8" METAL STUDS

5/8" GYP. BD.

CEILING AS SCHEDULED

FIXED GLASS PANEL

COILING  COUNTER DOOR

BLOCKING

EXISTING BEAM AND
EXTERIOR WALL  TO
REMAIN

SIGNAGE - RE: ELEVATIONS

SIGNAGE - RE: ELEVATIONS

ROOF SECTION DETAIL
SEE 5/1-A26

CEILING AS SCHEDULED

CEILING AS SCHEDULED

EXISTING BEAM AND
EXTERIOR WALL TO REMAIN

2 1/2" METAL STUD

5
NOT USED


